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ARCHITECTURAL DRAWING LIST - PHASE 1 ENABLING WORKS

DRAWING
NUMBER DRAWING NAME

REVISION
DATE

A0-000.E TITLE PAGE 12/18/2020

A0-001.E GENERAL NOTES, WALL TYPES 12/18/2020

A-001.E LEVEL 31 - EXISTING PLAN 12/18/2020

A-002.E LEVEL 48 - EXISTING PLAN 12/18/2020

A-101.E LEVEL 31 - DEMOLITION 2020 - ENABLING 12/18/2020

A-101A.E LEVEL 31 - DEMOLITION - QUAD A - ENABLING 12/18/2020

A-101B.E LEVEL 31 - DEMOLITION - QUAD B - ENABLING 12/18/2020

A-101C.E LEVEL 31 - DEMOLITION - QUAD C - ENABLING 12/18/2020

A-101D.E LEVEL 31 - DEMOLITION - QUAD D - ENABLING 12/18/2020

A-102.E LEVEL 48 - DEMOLITION 2020 - ENABLING 12/18/2020

A-102B.E LEVEL 48 - DEMOLITION QUAD B 2020 ENABLING 12/18/2020

A-111.E LEVEL 31 - RCP DEMOLITION 12/18/2020

A-111B.E LEVEL 31 - DEMOLITION RCP - QUAD B - ENABLING 12/18/2020

A-111C.E LEVEL 31 - DEMOLITION RCP - QUAD C - ENABLING 12/18/2020

A-111D.E LEVEL 31 - DEMOLITION RCP - QUAD D - ENABLING 12/18/2020

A-201.E LEVEL 31 - NEW CONSTRUCTION - ENABLING 12/18/2020

A-201A.E LEVEL 31 - NEW CONSTRUCTION QUAD A 12/18/2020

A-201B.E LEVEL 31 - NEW CONSTRUCTION QUAD B 12/18/2020

A-201C.E LEVEL 31 - NEW CONSTRUCTION QUAD C 12/18/2020

A-201D.E LEVEL 31 - NEW CONSTRUCTION QUAD D 12/18/2020

A-202.E LEVEL 48 - NEW CONSTRUCTION - ENABLING 12/18/2020

A-202B.E LEVEL 48 - NEW CONSTRUCTION QUAD B 12/18/2020

A-300.E LEVEL 31 - PROPOSED ELEVATIONS - ENABLING WORK 12/18/2020

A-301.E LEVEL 31 - ELEVATIONS - ICE RESURFACER ENABLING WORK 12/18/2020

A-500.E WALL SECTIONS 12/18/2020

A-600.E LEVEL 31 - PLAN DETAILS 12/18/2020

A-700.E DETAILS 12/18/2020

A-710.E BOWL DETAILS 12/18/2020

A-801.E LEVEL 31 - OVERALL RCP 12/18/2020

A-801A.E LEVEL 31 - RCP - QUAD A - ENABLING WORK 12/18/2020

A-801B.E LEVEL 31 - RCP - QUAD B - ENABLING WORK 12/18/2020

A-801C.E LEVEL 31 - RCP - QUAD C - ENABLING WORK 12/18/2020

A-801D.E LEVEL 31 - RCP - QUAD D - ENABLING WORK 12/18/2020

A-810.E CEILING DETAILS 12/18/2020

A-901.E LEVEL 31 FF&E PLAN 12/18/2020

A-902.E LEVEL 31 - FF&E PLAN BLOW-UPS 12/18/2020

A-910.E TRANSITION DETAILS 12/18/2020

A-911.E LEVEL 31 - FLOOR FINISH PLAN 12/18/2020

A-911A.E LEVEL 31 - NEW FINISH PLAN QUAD A 12/18/2020

A-911B.E LEVEL 31 - NEW FINISH PLAN QUAD B 12/18/2020

A-911C.E LEVEL 31 - NEW FINISH PLAN QUAD C 12/18/2020

A-911D.E LEVEL 31 - NEW FINISH PLAN QUAD D 12/18/2020

A-1000.E DOOR SCHEDULE - ENABLING 12/18/2020

XL Center – 2022 Renovation Project CM RFP 
Instruction to Candidates
Attachment G - Phase 1b - SCI Phase 1 Enabling



BUILDING SECTION
DETAIL NUMBER
DRAWING NUMBER

PARTIAL BUILDING SECTION
DETAIL NUMBER
DRAWING NUMBER

Ae

PARTIAL SECTION
DETAIL NUMBER
DRAWING NUMBER

DETAIL
DETAIL NUMBER
DRAWING NUMBER

MULTIPLE INTERIOR ELEVATIONS
DETAIL NUMBER
DRAWING NUMBER

DETAIL REFERENCE

EXISTING GRID

NEW GRIDA

REVISION NUMBER

DRAWING TITLE

SCALE

TITLE

SCALE
#

ROOM NAME
ROOM NAME

ROOM NUMBER
QUAD IDENTIFIER
LEVEL IDENTIFIER

12##

MATERIAL OR FINISH TYPE LABEL

SPOT ELEVATION

ESCALATOR
SEQUENTIAL IDENTIFIER

ELEVATOR
SEQUENTIAL IDENTIFIER

'P' - PASSENGER
'F' - FREIGHT
'S' - SERVICE

MATCHLINE

EXISTING PARTITION TYPE
(SEE PARTITION SCHEDULE)

NEW DOOR TAG
ROOM NUMBER
DOOR NUMBER (A, B, C, ETC.)

ALIGN ADJACENT SURFACES

WORKING POINT

STANDING ROOM

NEW PARTITION TYPE
(SEE PARTITION SCHEDULE)

P.O.S. (POINT OF SALE)

300'-0"

ESC-1

ELE
P4

W-5

P-5

2154A

ALIGN

WP

FIRE HOSE CABINET
FHC

FLOOR DRAIN

ROOF DRAIN

HOSE REEL

HOSE BIB

ELECTRICAL DUPLEX 
OUTLET

SWITCH

TELEPHONE OUTLET

DATA OUTLET

PUBLIC TELEPHONE

DRINKING FOUNTAIN

ATM

BROADCAST BOX

SUPPLY AIR GRILLE

RETURN AIR GRILLE

LINEAR DIFFUSER

CEILING MOUNTED 
LOUDSPEAKER, REFER TO 
AV

FD

RD

HR

HB

S

ATM

S

DF

BUILDING DEPARTMENT NOTES SYMBOLS

MP
MASONRY PIER, REFER 
TO STRUCTURAL

PAGING HORN 
LOUDSPEAKER, REFER TO 
AV

S

EXIT LIGHT - WALL OR 
CEILING MOUNTED, REFER 
TO ELEC.

MOTION DETECTOR - WALL 
OR CEILING MOUNTED, 
REFER TO ELEC.

HORN SPEAKER - WALL OR 
CEILING MOUNTED, REFER 
TO BASE BUILDING ELEC.

SMOKE DETECTOR - CEILING 
MOUNTED, REFER TO BASE 
BUILDING ELEC.

GENERAL NOTES

1.   ALL WORK SHALL CONFORM TO APPLICABLE CODES, ORDINANCES, SAFETY 
REGULATIONS AND OWNER DIRECTIVES.

2.   THESE DRAWINGS INDICATE THE GENERAL SCOPE OF THE PROJECT IN TERMS 
OF ARCHITECTURAL  DESIGN CONCEPT, THE DIMENSIONS  OF THE BUILDING MAJOR 
ARCHITECTURAL ELEMENTS AND THE TYPE OF STRUCTURAL, MECHANICAL, 
ELECTRICAL SYSTEMS. AS SCOPE   DOCUMENTS, THE DRAWINGS DO NOT 
NECESSARILY INDICATE OR DESCRIBE ALL WORK REQUIRED FOR FULL 
PERFORMANCE AND COMPLETION   OF THE REQUIREMENTS FOR THE CONTRACT 
DOCUMENTS ON THE BASIS OF THE GENERAL SCOPE INDICATED OR 

DESCRIBED. THE SUB-CONTRACTOR SHALL FURNISH ALL THAT IS REQUIRED FOR 
THE PROPER EXECUTION AND COMPLETION OF THE WORK.

3.  THE CONSTRUCTION MANAGER SHALL CHECK AND VERIFY ALL DIMENSIONS AND 
JOB CONDITIONS BEFORE COMMENCEMENT OF WORK AND BE RESPONSIBLE FOR 
THEIR ACCURACY.  ANY DISCREPANCIES BETWEEN FIELD CONDITIONS OR WITHIN 

THE DOCUMENTS ARE TO BE REPORTED TO THE ARCHITECT IN WRITING BY THE 
CONSTRUCTION MANAGER.

4.  DIMENSIONS SHALL BE FIGURED RATHER THAN DETERMINED BY SCALE OR RULE.  
IN THE EVENT OF CONFLICT  BETWEEN THE DRAWINGS AND SPECIFICATIONS OR 
WITHIN THEMSELVES, THE ARCHITECT WILL DECIDE WHICH CONFLICTING 

REQUIREMENT GOVERNS.

5.  ALL PLAN DIMENSIONS SHOWN ARE ROUGH WALL AND PARTITION SURFACES 
UNLESS SPECIFICALLY NOTED OTHERWISE.

6. THE CONSTRUCTION MANAGER SHALL PREPARE “COORDINATION DRAWINGS”

THAT REPRESENT THAT ALL TRADES  INVOLVED IN THE PROJECT HAVE 
COORDINATED THE INSTALLATION OF THEIR WORK SO AS TO AVOID CONFLICTS 
AND/OR MISALIGNMENTS.

7. ALL WORK CONTAINED IN ALL CEILINGS SHALL BE SIMULTANEOUSLY 
REPRESENTED ON A SINGLE DRAWING TO CONFIRM THAT ALL TRADES “FIT” WITHIN 

THE ALLOTTED SPACE.  ALL CONFLICTS SHALL BE RESOLVED PRIOR TO SUBMITTING 
SHOP DRAWINGS FOR THE ARCHITECT'S (OR ENGINEER'S) REVIEW PRIOR TO 
EXECUTING ANY OF THE WORK WITHIN THE CEILING CAVITY.

8. THE LOCATION OF ALL ELECTRICAL, FIRE PROTECTION, PLUMBING, VERTICAL 
TRANSPORTATION AND MECHANICAL WALL MOUNTED DEVICES INCLUDING ACCESS 
DOORS AND PANELS ARE TO BE AS INDICATED ON ARCHITECTURAL INTERIOR OR 

ELEVATIONS OR ON DIAGRAM OF TYPICAL MOUNTING HEIGHTS.  COORDINATED 
ELEVATIONS SIGNED OFF BY ALL TRADES TO BE SUBMITTED TO THE ARCHITECT AND 
ENGINEER FOR REVIEW AS A STANDARD SHOP DRAWING SUBMITTAL FOR ANY 
SPACE WHERE METAL PANELING, GLASS WALL, OR INTERIOR WALL PLASTERWORK 
IS REQUIRED.

9.  ALL NEW STRUCTURAL STEEL MEMBERS AND EXISTING UNPROTECTED 
STRUCTURAL STEEL MEMBERS, ARE TO BE PROTECTED WITH 2HR UL COMPLIANT 
SPRAY MINERAL FIRE PROOFING  OR UL RATED  GYPSUM WALLBOARD ASSEMBLIES  
UNLESS OTHERWISE INDICATED.  ANY EXISTING FIRE PROTECTION MATERIALS 
DAMAGED PRIOR TO CONSTRUCTION SHALL BE REPORTED TO THE ARCHITECT 
PRIOR TO CONSTRUCTION AND REPAIRED AS DIRECTED.  ALL NEW & EXISTING 

FLOORS THROUGHOUT BUILDING SHALL PROVIDE A 2HR FIRE SEPARATION UNLESS 
OTHERWISE NOTED ON DRAWINGS.
ANY & ALL PENETRATIONS OF DUCTS, PIPES, CONDUITS, CABLES OR OTHER 
SERVICES OR EQUIPMENT SHALL BE FIRE STOPPED AND SMOKE SEALED PER 
UL STANDARDS TO THE SAME FIRE RESISTANCE RATING OF THE FLOOR, WALL OR 
ROOF THAT IS PENETRATED.

   
10.  NOT ALL LIGHT FIXTURES, MECHANICAL FIXTURES, ELECTRICAL AND AUDIO-
VISUAL EQUIPMENT / FIXTURES ARE  SHOWN ON THE ARCHITECTURAL DRAWINGS.    
REFER TO LIGHTING, MECHANICAL, ELECTRICAL AND AUDIO-VISUAL INFORMATION 
TECHNOLOGY, FOOD AND BEVERAGE DRAWINGS AND OTHER DISCIPLINES AS 
REQUIRED FOR SCOPE OF WORK OF THOSE DISCIPLINES.

11.  WHERE AN EXISTING FLOOR, WALL OR CEILING IS BEING FURRED OUT OR A NEW 
FINISH APPLIED THE CONTRACTOR IS TO FIELD VERIFY ANY CONFLICTS WITH 
EXISTING FIXTURES AND EQUIPMENT AND CARRY AN ALLOWANCE TO REMOVE AND 
REINSTALL THESE ITEMS.  THIS INCLUDES BUT IS NOT LIMITED TO: ANY SWITCHES, 
THERMOSTATS, RECEPTACLES,  AUDIO-VISUAL EQUIPMENT, HORN STROBES, 
SENSORS OR OTHER TYPES OF CONTROLS, DEVICES, FIXTURES OR HARDWARE OF 

ANY KIND THAT IS TO REMAIN IN USE (NOT BEING REPLACED).  TRIMS EDGES AND 
TERMINATIONS APPROPRIATE TO NEW FINISHES ARE  TO BE INCLUDED IN 
ALLOWANCE TO MAKE GOOD REINSTALLATION.

12.  THE WORD "EXISTING" DENOTES AN EXISTING BUILT ASSEMBLY, BUILT 
CONDITION, EXISTING HARDWARE OR FIXTURES THAT ARE PRESENT IN  ON OR 

ATTACHED TO THE CURRENT BUILDING.  ALL DRAWING NOTES SHALL BE 
INTERPRETED TO REFER  TO WORK TO BE DONE, MATERIALS, ASSEMBLIES, 
FIXTURES OR EQUIPMENT TO BE INSTALLED UNDER THIS CONTRACT.  THE WORD 
NEW IS USED FROM TIME TO TIME TO CLARIFY DRAWINGS OR DETAILS.  THE 
ABSENCE OF THE WORD NEW SHALL NOT BE INTERPRETED TO MEAN  THAT WORK IS 
EXISTING OR NOT REQUIRED.

13. COORDINATE THE SIZE, SHAPE AND LOCATION OF ALL HOUSEKEEPING PADS AND 
INERTIA BLOCKS WITH THE EQUIPMENT SUPPLIERS.  WHERE THE FLOORS OF 
ROOMS OR SPACES CONTAINING HOUSEKEEPING PADS ARE WATERPROOFED, 
APPLY WATERPROOFING TO THE TOP AND SIDE SURFACES OF ALL PADS PRIOR TO 
INSTALLATION OF EQUIPMENT.

14.  ALL SURFACES VISIBLE THROUGH MECHANICAL OR ARCHITECTURAL SLOT 
GLAZING LOUVERS, GRILLES, ETC. TO BE PAINTED MATTE BLACK.

15.  FREESTANDING COLUMNS WITHIN SPACES TO RECEIVE SAME CLADDING AND 
FINISHES AS OTHER SURFACES IN SPACE UNLESS OTHERWISE SHOWN OR NOTED.

16.  ANY USE OR RELIANCE ON THESE DRAWINGS OR INFORMATION IS YOUR 
ACKNOWLEDGMENT AND AGREEMENT TO THE ABOVE DISCLAIMER.

DEMOLITION NOTES

1. DEMOLITION NOTES ARE BASED ON FIELD OBSERVATIONS, EXISTING RECORD 
DOCUMENTS AND INFORMATION FROM THIRD PARTIES.  REPORT 
DISCREPANCIES TO CONSTRUCTION MANAGER AND ARCHITECT BEFORE 

DISTURBING EXISTING INSTALLATION.

2.THE DEMOLITION DRAWINGS INDICATE THE GENERAL SCOPE AND MAJOR 
ASPECTS OF DEMOLITION WORK REQUIRED; CONTRACTOR SHALL BE 
RESPONSIBLE FOR A THOROUGH EXAMINATION OF THE EXISTING FACILITY TO 
VERIFY ALL OF THE EXISTING CONDITIONS PRIOR TO START OF WORK.  
DEMOLITION THAT IS REQUIRED TO ACCOMMODATE NEW CONSTRUCTION AT 

LOCALIZED AREAS AND FOR CERTAIN TYPICAL DETAILS IS NOT INDICATED ON 
THE DEMOLITION DRAWINGS THEREFORE THE DEMOLITION DRAWINGS ARE TO 
BE READ WITH ALL OTHER CONSTRUCTION DOCUMENTS FOR THE PURPOSE OF 
INTERPRETING THE COMPLETE SCOPE OF DEMOLITION WORK REQUIRED.

3.THE CONTRACTOR SHALL COORDINATE ALL DOCUMENTS PREPARED FOR THIS 

DEMOLITION SET WITH THE CONSTRUCTION DOCUMENTS PREPARED FOR THE 
NEW CONSTRUCTION DOCUMENTS PRIOR TO COMMENCING WORK.

4. BEFORE CUTTING IS STARTED IN ANY LOCATION, CONTRACTOR SHALL 
CAREFULLY INVESTIGATE CONDITIONS INFLUENCING HUMAN AND STRUCTURAL 
SAFETY, EXISTING PIPING, WIRING, AND ITEMS CONCEALED IN WALLS AND 

SLABS, WHEREVER THESE WALLS AND SLABS ARE REMOVED, SHALL BE 
PROPERLY RELOCATED, REROUTED OR REMOVED AS THE CASE MAY REQUIRE.

5. PATCH, FILL & MAKE GOOD ALL REMAINING FLOOR SLABS & WALLS AFFECTED 
BY DEMOLITION. REFER TO A2 SERIES DRAWINGS FOR LOCATION OF NEW 
DOORS TO DETERMINE NEW DOOR OPENING REQUIRED TO BE CUT IN EXISTING 

WALLS.

6. ALL REMOVED DOORS, HARDWARE, FIXTURES, AND GLAZING SHALL BE 
SALVAGED AND STORED, OR DISPOSED OF AT THE DISCRETION OF THE OWNER.

7. REFER TO MECHANICAL, AND ELECTRICAL DEMOLITION DRAWINGS FOR 

MECHANICAL, AND ELECTRICAL DEMOLITION.

8. CONTRACTOR TO COORDINATE DEMOLITION TO ACCOMMODATE CEILING, AND 
WALL PENETRATIONS - REFER TO MECHANICAL, AND ELECTRICAL DRAWINGS.

9. ANY USE OR RELIANCE ON THESE DRAWINGS OR INFORMATION IS YOUR 
ACKNOWLEDGMENT AND AGREEMENT TO THE ABOVE DISCLAIMER.

10. ALL MATERIAL INDICATED TO BE DEMOLISHED SHALL BE REMOVED FROM 
THE SITE AND DISPOSED OF IN ACCORDANCE WITH ALL APPLICABLE LAWS, 
CODES, AND REGULATIONS UNLESS OTHERWISE NOTED.

FIRE PROTECTION NOTES

1. ALL WORK SHALL CONFORM WITH THE REQUIREMENTS OF ALL APPLICABLE CODES, 
ORDINANCES, SAFETY REGULATIONS AND OTHER DIRECTIVES.
THIS PROJECT WILL USE THE CURRENTLY ADOPTED CODES BY THE STATE OF 
CONNECTICUT, AS FOLLOWS: 

- 2018 CONNECTICUT STATE BUILDING CODE INCLUDING ALL STATE AMENDMENTS AND 
THE FOLLOWING CODES:
- 2015 INTERNATIONAL BUILDING CODE
- 2009 ICC/ANSI A117.1 ACCESSIBLE AND USABLE BUILDINGS AND FACILITES
- 2015 INTERNATIONAL EXISTING BUILDING CODE

- 2015 INTERNATIONAL PLUMBING CODE
- 2015 INTERNATIONAL MECHANICAL CODE
- 2015 INTERNATIONAL ENERGY CONSERVATION CODE
- 2017 NFPA 70, NATIONAL ELECTRICAL CODE, OF THE NATIONAL FIRE PROTECTION 
ASSOCIATION INC.

- NFPA STANDARDS: 
●2013 NFPA 10 – PORTABLE FIRE EXTINGUISHERS 
●2013 NFPA 13 – INSTALLATION OF SPRINKLER SYSTEMS

●2013 NFPA 14 – INSTALLATION OF STANDPIPES AND HOSE SYSTEMS 

●2013 NFPA 72 – NATIONAL FIRE ALARM CODE  

●2013 NFPA 110 – EMERGENCY AND STANDBY POWER SYSTEMS 

- 2013 ASME A17.1, SAFETY CODES FOR ELEVATORS AND ESCALATORS 
- ACCESSIBILITY GUIDELINES

●2009 A117.1 ACCESSIBLE AND USABLE BUILDINGS AND FACILITIES

●2010 ADA STANDARDS FOR ACCESSIBLE DESIGN 

2. BUILDING OCCUPANCY CLASSIFICATION:  A-3

3. OCCUPANCY GROUP CLASSIFICATION FOR PROJECT:  A-3

4. BUILDING CONSTRUCTION CLASS:  1B CONSTRUCTION

FIRE RESISTANCE NOTES

1. REQUIRED MEANS OF EGRESS AND FIRE PROTECTION SYSTEMS SHALL BE MAINTAINED DURING 
DEMOLITION, CONSTRUCTION, REMODELING OR ALTERATIONS AND ADDITIONS TO THE BUILDING. 
FIRE PREVENTION BUREAU STAFF SHALL APPROVE REVIEW OF ANY EXITING ALTERATIONS. AS 

REQUIRED IN IFC SECTION 3311.2

2. AUTOMATIC FIRE SPRINKLER, FIRE SUPPRESSION AND FIRE ALARM SYSTEMS WHEN TAKEN OUT 
OF SERVICE ARE REQUIRED TO HAVE THE FIRE PREVENTION BUREAU NOTIFIED. THE DURATION 
OF TIME AND THE DATE MUST BE STATED TO INCLUDE THE DATE WHICH THE FIRE PROTECTION 
EQUIPMENT WILL BE PLACED IN SERVICE.

AS REQUIRED IN IFC CHAPTER 33.

1. ALL NEW STEEL SUPPORTING FLOORS / FLOOR OPENINGS SHALL BE PROTECTED WITH 2 HR 
RATED FIREPROOFING

2. ALL NEW FLOORS SHALL BE PROTECTED WITH 2 HR FIRE RATED FIREPROOFING

3. STEEL COLUMNS SUPPORTING HIGH ROOF @ NEW ADDITION SHALL BE PROTECTED WITH 2 HR 
FIREPROOFING

4. STEEL COLUMNS & ROOF FRAMING AT NEW ADDITION WITH VESTIBULE TO BE PROTECTED WITH 

1 HR FIREPROOFING

5. ALL STEEL SUPPORTING STRUCTURE AT NEW ESCALATORS SHALL BE PROTECTED WITH 2 HR 
FIREPROOFING

ACP ALUMINUM COMPOSITE PANEL SYSTEM

ACT ACOUSTIC CEILING TILE

CARP CARPET

CIP CAST-IN-PLACE

DF DRINKING FOUNTAIN

EPX EPOXY

EXP EXPOSED

GL  GLASS

GWB GYPSUM WALL BOARD

HD HAND DRYER

MET METAL

PFT PORCELAIN FLOOR TILE

PLAM PLASTIC LAMINATE

PT PAINT

RB  RUBBER BASE

RR RESTROOM

SSM SOLID SURFACE MATERIAL

SST STAINLESS STEEL

ST STEEL

TP  TOILET PARTITION

TF TRANSITIONS - FLOORS

TW          TRANSITIONS - WALLS

UPH        UPHOLSTERY

VWC VINYL WALL COVERING

WD WOOD

WT          WALL TILE

ABBREVIATIONS

-  ALL PARTITIONS TO UNDERSIDE OF FLOOR SLABS UNLESS 
NOTED OTHERWISE

-  ALL WASHROOMS, WET AREAS, AND SHOWER ROOMS TO BE 
WATER RESISTANT GYPSUM WALL BOARD 

- TILE BACKER BOARD IS TO BE USED INSTEAD OF GYPSUM 
WALL BOARD WHEREVER TILE IS SPECIFIED

- GYPSUM WALL BOARD OR TILE BACKER BOARD SHALL BE 
KEPT  +1/2” OFF OF THE FLOOR SLAB IN ALL WASHROOMS, WET 
AREAS AND SHOWER ROOMS

-ALL WALLS IN WASHROOMS, WET AREAS, AND SHOWER 
ROOMS ARE TO HAVE A 1"H POLYETHYLENE BLOCK AT THE 
BASE OF THE WALL

-FLEXIBLE MEMBRANE FLASHING (EXTENDS UP WALL AND ON 
FLOOR SLAB 1'-0") AT ALL  WASHROOM AND JANITOR CLOSET 
BASES

-  ALL WALL ASSEMBLIES TO BE BRACED AS REQUIRED.  WALL 
ASSEMBLIES AND BRACING TO BE ENGINEERED BY SUPPLIER 
INSTALLER  

-  ALL CONCRETE MASONRY UNIT WALLS TO HAVE RODDED 
JOINTS PER STRUCTURAL, AND BE FINISHED PER FINISH 
SCHEDULE WITH ALL VOIDS  FILLED PRIOR TO PRIMING AND 
PAINTING

-  ALL 4" CMU WALLS TO BE LATERALLY BRACED TO ADJACENT 
CMU WALLS USING EMBEDDED MASONRY RIGID PARTITION 
ANCHORS

- PROVIDE PLYWOOD BACKING AT ALL SPEAKER LOCATIONS

WALL ASSEMBLIES
GENERAL NOTES:

PARTITION 
SUFFIXES:

A 5/8" HIGH IMPACT GYPSUM WALL BOARD BOTH SIDES
B 5/8" HIGH IMPACT GYPSUM WALL BOARD HIGH TRAFFIC SIDE
C PARTITION TO U/S OF CEILING
D PARTITION TO 6" OR 1 COURSE ABOVE U/S OF CEILING
E PARTIAL HEIGHT PARTITION
F 3" ACOUSTIC MINERAL WOOL INSULATION
G ACOUSTIC WALL:

- MASONRY WALLS SHALL BE GROUT FILLED
- METAL STUD PARTITIONS TO HAVE /SOUND ATTENUATED
  BATT INSULATION TO FILL CAVITY AND ADDITIONAL LAYER OF 5/8" GWB ONE SIDE ONLY
-METAL STUD SPACING @ 600mm O.C.

H ADDITIONAL LAYER OF 5/8" GWB, ONE SIDE ONLY
J ADDITIONAL LAYER OF 5/8" GWB EACH SIDE
V INSULATION & VAPOR BARRIER
WD SUBSTITUTE GWB FOR PLYWOOD ONE SIDE 

S SMOKE RATED PARTITION
1HR 1 HR FIRE RATED PARTITION
2HR 2 HR FIRE RATED PARTITION
3HR 3 HR FIRE RATED PARTITION

P3 (-)
STUD WALL 
ASSEMBLY

STEEL STUDS @ 16" OC W/ 5/8" GYPSUM BOARD EACH 

SIDE

(2) 1-5/8" STEEL STUDS
(3) 2-1/2" STEEL STUDS
(4) 3-5/8" STEEL STUDS 
(6) 6" STEEL STUDS 

CEILING ASSEMBLIES

ACT
ACOUSTIC 

TILE CEILING

GWB-1
GYPSUM 
BOARD 
CEILING

-APPROVED HANGERS
-1 1/2" COLD ROLLED CHANNEL
-7/8" METAL FURRING CHANNELS
-5/8" GYPSUM BOARD

-APPROVED HANGERS
-GRID SUSPENSION SYSTEM

GWB-2
2 HR FIRE 

RESISTANCE 
RATED 

CEILING
UL K502

REFER TO UL K502

-HANGER ROD & CONNECTOR
-BRACKET & CONNECTOR
-1" GYPSUM BOARD
-1" CERAMIC FIBER BATTS AT BUTT JOINT OF BRACKET ADHERED TO GWB
-2" GLASS FIBER BATTS
-2 1/2" 'C' METAL STUD AT 24" O.C.
-3 5/8" 'CH' METAL STUD AT 24" O.C.
-3 LAYERS 5/8" GYPSUM BOARD

NOTE:
REFER TO SPEC FOR AREAS WHERE 
MOISTURE RESISTANT GWB IS REQ'D

GWB-3
1 HR FIRE 

RESISTANCE 
RATED 

CEILING
UL K501

REFER TO UL K501

-HANGER ROD & CONNECTOR
-BRACKET & CONNECTOR
-1" GYPSUM BOARD
-1" CERAMIC FIBER BATTS AT BUTT JOINT OF BRACKET ADHERED TO GWB
-2" GLASS FIBER BATTS
-2 1/2" 'C' METAL STUD AT 24" O.C.
-3 5/8" 'CH' METAL STUD AT 24" O.C.
-1 LAYER 5/8" GYPSUM BOARD

P8 (-)
FIRE RATED 
STUD WALL 
ASSEMBLY

UL U419

  - BACKUP WALL (VARIES)
1/2" RESILIENT CHANNEL
5/8" HIGH IMPACT GYPSUM BOARD

P5
RESILIENT 

CHANNEL W/
GWB

P4 (-)
STUD WALL 
ASSEMBLY STEEL STUDS @ 16" OC W/ 5/8" GYPSUM BOARD ONE SIDE

(2) 1-5/8" STEEL STUDS
(3) 2-1/2" STEEL STUDS
(4) 3-5/8" STEEL STUDS 
(6) 6" STEEL STUDS 

STEEL STUDS @ 16" OC W/ 5/8" TYPE-X GYPSUM BOARD 

EACH SIDE

(2) 1-5/8" STEEL STUDS
(3) 2-1/2" STEEL STUDS
(4) 3-5/8" STEEL STUDS 
(6) 6" STEEL STUDS 
(8) 8" STEEL STUDS

1HR 1 LAYER GWB EACH SIDE
2HR 2 LAYER GWB EACH SIDE

REFER TO UL MANUAL

P1(-)
MASONRY WALL

(4) 4" CONCRETE BLOCK 
(6) 6" CONCRETE BLOCK
(8) 8" CONCRETE BLOCK
(10) 10" CONCRETE BLOCK
(12) 12" CONCRETE BLOCK

REINFORCED AS REQUIRED

P2 (-)
CAST-IN-PLACE 

CONCRETE 
WALL

(4) 4" CAST-IN-PLACE CONCRETE 
(6) 6" CAST-IN-PLACE CONCRETE
(8) 8" CAST-IN-PLACE CONCRETE
(10) 10" CAST-IN-PLACE CONCRETE
(12) 12" CAST-IN-PLACE CONCRETE

2-1/2" FLOOR AND CEILING "J" SHAPED RUNNERS
1" GYPSUM BOARD LINER PANELS
2-1/2" C-H STEEL STUD AT 24" O.C. 
5/8" GYPSUM BOARD

P6
1 HR SHAFT 

WALL
UL U469

P7(-)
2 HR SHAFT 

WALL
UL U428

2-1/2" FLOOR AND CEILING "J" SHAPED RUNNERS
1" GYPSUM BOARD LINER PANELS
(3) 2-1/2" C-H STEEL STUD AT 24" O.C.
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  - THINSET MORTAR
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FL1
2 HR FLOOR 
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P19
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METAL Z-CLIPS 
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PANELS   - BACKUP WALL (VARIES)
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AND Z-CLIPS
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(3) 2-1/2" STEEL STUDS
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P22
STONE 

VENEER WALL 
ASSEMBLY

STONE VENEER WALL

  - STUD WALL (VARIES)
  - 3/4" PLYWOOD
  - MECHANICAL FASTENERS
  - 3/4" STONE VENEER

P21
STUD WALL 

ASSEMBLY W/ 
PLYWOOD
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WITH SST CLADDING
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- SST CLADDING

ACT-TL
ACOUSTIC 

TILE CEILING
-APPROVED HANGERS TO REMAIN
-EXISTING GRID SUSPENSION SYSTEM TO REMAIN, NEW PT FIN

-NEW TILE LAYED INTO EXISTING GRID SYSTEM

P25
STUD WALL 
ASSEMBLY

UL465

STEEL STUDS @ 16" OC W/ 5/8" TYPE-X GYPSUM, 1 

LAYER 1 SIDE, 2 LAYERS OTHER SIDE

(2) 1-5/8" STEEL STUDS
(3) 2-1/2" STEEL STUDS
(4) 3-5/8" STEEL STUDS 
(6) 6" STEEL STUDS 
(8) 8" STEEL STUDS

REFER TO UL MANUAL

P26
MASONRY 

WALL 
ASSEMBLY

- EXISTING PARTITION
- VAPOR BARRIER
- 2" RIGID INSULATION
- 6" CONCRETE BLOCK
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